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When a fire sprinkler system is used in lieu of one-hour fire resistive construction, does 
the non-combustible interstitial space between the ceiling and floor deck require fire 
sprinkler protection? 
 
Yes. When an automatic sprinkler system is used for fire resistive substitution, complete 
sprinkler coverage is required.  Sprinkler omissions allowed by NFPA 13 are not 
permitted in this case. 
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